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City of Branson - FOG Interceptor Detail

24" Dianeter. Sewen Manuet€ s
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2 ftby 2 ft access hatch
to ground level

Top must

be

capable of supporting
anticipated loads.
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discharge)
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Discharge
(top at same
elevation as
bottom of
inlet)
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12" by 12" openings
through interior partitions
on opposite corners
toincrease length

of flow path

22" clearance —/

from bottom of pipe
to floor of tank

Threecham

ber

tank is to have

a capacity of 1000 gallons.
Minimum piping diameter

is 4 inches.

Wall to be made of reinforced

concrete.
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